Citation for published version


DOI

https://doi.org/10.1007/s11277-021-08350-1

Link to record in KAR

https://kar.kent.ac.uk/88488/

Document Version

Accessible Version

Copyright & reuse
Content in the Kent Academic Repository is made available for research purposes. Unless otherwise stated all content is protected by copyright and in the absence of an open licence (eg Creative Commons), permissions for further reuse of content should be sought from the publisher, author or other copyright holder.

Versions of research
The version in the Kent Academic Repository may differ from the final published version. Users are advised to check http://kar.kent.ac.uk for the status of the paper. Users should always cite the published version of record.

Enquiries
For any further enquiries regarding the licence status of this document, please contact: researchsupport@kent.ac.uk

If you believe this document infringes copyright then please contact the KAR admin team with the take-down information provided at http://kar.kent.ac.uk/contact.html
Design and Implementation of Low-Cost Real-Time Energy Logger for Industrial and Home Applications

Pooja R. Khanna1 · Gareth Howells1 · Pavlos I. Lazaridis2

Accepted: 19 February 2021
© The Author(s) 2021

Abstract
With the significant increase in energy demands in the last decade, the issues of unnecessary energy usage have increased rapidly. Therefore, there is an immediate need to provide a cheap and easily accessible monitoring tool for the energy consumed by an appliance used in homes and industries. Instead of monitoring the total power consumption of the houses and/or industries, it is useful to monitor the power consumption of the individual appliance, which in turn, helps in saving the overall energy usage and thereby makes it cost-effective. This paper presents a cost-efficient design and implementation of a monitoring system that can precisely measure the current and voltage of each appliance. The design provides tracking of device activity in a real-time environment for the industries and helps in adopting to the green initiative. The design comprises of Arduino based microcontroller and Raspberry Pi, that performs precise measurements of current and voltage of the device, followed by measuring the power consumed by the device. This paper presents two different system designs, one for the single-phase measurements and the other for the DC measurements. The single-phase measurement device comprises of 10-bit ADC whereas, the 24 V DC measurement device comprises of a 12-bit ADC, which provides higher measurement accuracy compared to other systems available in the market. The implemented design uses the EmonCMS web application to accumulate and envision the monitored data. It provides a flexible and user-friendly solution to monitor the measured data easily on any android or iOS devices.

Keywords EmonCMS · Internet of things · Power monitoring · Smart meter · Web-App

Pooja R. Khanna
pk327@kent.ac.uk

Gareth Howells
w.g.j.howells@kent.ac.uk

Pavlos I. Lazaridis
p.lazaridis@hud.ac.uk

1 University of Kent, Canterbury, Kent CT2 7NZ, UK
2 University of Huddersfield, Queensgate, Huddersfield HD1 3DH, UK
1 Introduction

In the past decade, there have been increase in energy demands due to the continuous development of new technologies, that contributed in making the human life easier. Electrical appliances and machines are an essential part of the day-to-day life of humans, and this leads to increase in the electricity usage [1]. Due to this, we have seen the rise of smart grid initiatives and smart metering that can monitor the power consumption and increase any electric grid’s efficiency with the smart meter, which would reduce the environmental cost [2]. The development of these devices is linked with managing the power consumption, which would only be possible after getting the full consumption report from commercial, industrial, and domestic usage. Currently, several households as well as industries use energy loggers that are capable of visualize, monitor and/or manage total power consumption.

It is very important that this information is accessible and available to users, always. Here is where the concept of Internet-of-Things (IoT) appears. It implies “A worldwide network of interconnected objects uniquely addressable, based on standard communication protocols” [3]. The service of IoT is extensively spread to industrial and home applications in everyday tasks. Our aim is to use this service for the purpose of energy monitoring for producing cost effective solutions whilst maintaining a certain level of lifestyle. Any industry or house under observation that uses the IoT network can be segregated into three major categories as shown in Fig. 1.

Usually, most of the energy loggers available in the commercial market, helps the user to monitor and manage the overall power consumption of the household. Alternatively, if the user has the freedom to connect it to the individual appliances, it allows the user to visualize and manage the data from these individual appliances on a single cloud platform. This will enable the user to have a better understanding of the appliances efficiency and power consumed by it, however, this is expensive. Therefore, this paper proposes two cost-efficient monitoring system designs, one for single-phase measurements and the other for 24 V DC measurements. Additionally, the data measured using these systems is accumulated using EmonCMS web application, that can be easily accessed using any android or iOS devices for data analysis and monitoring.

2 Literature Review

The past decade years have observed rapid advancement in the technologies that lead to significant improvement in the lifestyle of humans. Thus, the increasing demands for more advanced technologies have led to increase in household energy consumption, ultimately
resulting in the energy crisis. Therefore, optimization of the energy consumption has attracted several researchers to develop monitoring system that can keep track of the energy usage at home which can provide a good estimate of the appliances that consumes higher energy.

There have been several efforts made to design energy-efficient appliances [5–8]. However, a further reduction in energy usage can be obtained if the real-time energy monitoring of these energy-efficient appliances is carried out, that provides the consumer with details of the energy used by the appliances. A similar study is presented in [9], where the energy consumption of the home appliances is monitored using Energy Measurement and Communication Unit (EMCU). It proposes to install the EMCU in each outlet, where the measured values at this outlet are transferred periodically to the home server with the help of ZigBee. The particular ZigBee technology is used in [9] to ensure that the low power is consumed by this technology. The data collected at the home server is then used to generate that power profile of all the appliances in the house. The studies presented in [10] suggested that home energy management systems with the capability to record the data using specialized hardware and software can play a significant role in lowering the energy usage and reduce the greenhouse gases. Additionally, implementing smart grids as suggested in [10, 11] could also be a part of smart energy system. A specialized approach of automatically analyzing the data from smart meters in order to determine the consumer characteristics is presented in [12], where the user carries out energy efficiency campaigns for the household appliances. Different technologies and features that can be incorporated with the smart energy meters has been discussed in detail in [13].

Furthermore, study on importance of security features in smart energy meters is also presented in [13]. A detailed analysis of various infrastructure and communication protocols for smart energy along with a wide range of energy management models including the hardware and software is discussed in [14]. Furthermore, reference [14] also emphasizes the significance of monitoring, controlling, and supervising of the household appliances along with the appropriate communication protocols that ensures the reliability of the data collection with the help of advanced algorithms and sampling tools. Another similar concept of measuring individual loads but in a three-phase measuring system is presented in [15], where the device logs the data onto the SD card. The PIC is interfaced with isolated current and voltage sensors for measurement. The calibration is manipulated to maintain the linearity, to measure the three phases individually and calculate the error percentage for the instantaneous measurements. The device in [16] uses the similar monitoring system with the Internet of Things concept for monitoring the energy consumption of a building. It uses PZEM-004t sensor with Arduino Nano microcontroller and ESP8266 (serial-to-Wi-Fi module) to send the data to the cloud. The device is developed for three-phase four-line power line (for a laboratory building). The measurements were taken for a week, however, no comparison between the actual values and the measured values was made by their equipment. This module measures the AC voltages between 80 and 260 Vrms with current up to 100 A. The cloud server Thingspeak is used to store the data online and the data is sent to it every minute the device is switched ON.

A study in [17] presents the power meter designed with the Arduino to measure the power consumed by individual appliances, to understand the usage of each appliance via cloud and further to control them. The data is displayed on the power monitoring website and control established helps put a track on the consumption and bill on day-to-day basis. It measures the real-time current values with the SCT-013-030 non-invasive, split core current transformer. The Wi-Fi module ESP8266 sends the real time data wirelessly. The data is viewed on the Nokia 5110 display module to show the power consumed. This device
measures the overall household consumption or a particular room’s usage but can also be used to understand specific appliance power usage. Reference [18] shows an energy meter for the domestic usage. The energy meter is designed with the non-invasive current sensing unit, which can measure power at any given point. To send the data, ENC28J60 Ethernet module was used to send the data to be viewed over any smartphone. The [19] represents the similar module which incorporates a GSM/GPRS module to transmit the voltage and current detected values periodically, with the help of a GPRS/GSM network where the only disadvantage is the network reliability between lengthy distances, affecting the reliability and speed of the system. The energy logger described in [20] uses the non-invasive CT sensor, with a PZEM-004T with the electric energy measurement chip SD3004 with the ESP8266 (Wi-Fi module) to send the data to the server. The ESP8266 communicates via RS-232 with the PZEM-004T. The ESP sends the data wirelessly to the server every 20 s and uploads the data in the JSON format to raspberry Pi 3 where it hosts the database and local server. Here, Grafana is used to create a dashboard and the values are displayed in a graphical format, and as a function of time [20].

3 Background

A generic configuration and architecture of any power monitoring system that uses the IoT platform includes a four-layered architecture i.e., sensing layer, Networking layer, Service layer and Interface layer [21]. The first and foremost task is to acquire data via sensors. These are connected to the processor or are wireless in nature and are placed in different scenarios to acquire the raw data of the surroundings. Secondly, the processor then acquires this data and converts into sensible information. The final stage is making the data available to the user (which is also the end stage for an IoT network) via internet. Here most of the systems use servers to upload the data after processing to be accessible by users. The system proposed in this paper uses raspberry pi, which acts as our local server to upload the data after processing. Hence, the data is then available online to the authenticated users. Figure 2 shows a simple block diagram of a monitoring system that has four sections namely data procurement, processing, transferring, and presenting [4].

3.1 Data Procurement (Sensors)

Sensors play a vital role in any IoT system. The sensor layer ensures the acquisition of data and work with wireless systems to get the seamless real-time data from the environment variables. A wireless network can have several sensor nodes that leads to the seamless flow of data and this contributes to the significance of Big Data. Hence, they provide the data from the physical world with the objective to get the accurate information via the intelligent interface [22, 23]. This large amount of data is transferred to cloud servers, via
internet to make it easily accessible by the authenticated end-users and have the capability to handle the large amounts of data flow.

### 3.2 Data Processing

After the data is acquired with the help of sensors, it is passed to a platform to manage the acquired data, which is mostly done by a micro-controller like Atmega328P (Arduino), Raspberry Pi etc. The Arduino is one of the most common micro-controllers used to acquire and process data with the flash memory varying from 32 to 512 kB (depending on the model type) and 2 kB RAM [24] and is programmed to follow the instructions to get the raw data and convert into sensible information.

The other microcontroller is Raspberry Pi, which is also known as a mini computer, could be used as the gateway or the Central Processing Unit (CPU), and processes the data much faster than the Arduino and has the ability to handle complicated tasks than the traditional micro-controller [25].

The Raspberry Pi has the USB, Ethernet and Wi-Fi abilities that implies three different ways to transfer/upload data on the servers which makes the procedure much convenient and gives the user a choice by taking different factors into consideration i.e. data processing time, data transfer rate, communication protocol etc. The Raspberry Pi also has a slot for memory card, which might be used to host a database to store the particular node’s data. Different nodes can store their own data but all the data can be combined from all the nodes onto the cloud server. Therefore, two or more nodes can post onto one cloud and compare the data with each other.

### 3.3 Data Transfer

The next important step is to transmit the data between nodes and controllers using one of the various communication protocols, either wired or wireless. These might be via Wi-Fi, Bluetooth, LoRa, ZigBee, Ethernet etc. The choosing of technology depends on the application i.e. if it is a low range communication or a long range one and various other factors such as data rate, accuracy etc. The other thing to take in account is the compatibility of two devices and implement the data transference.

The monitoring system uses the serial connection for the transmission of data from the micro-controller to the gateway since it is a wired connection; it is the fastest means of transferring data from sensors to Atmega328P to Raspberry Pi, which then uses Wi-Fi protocol to send the data to cloud. Wi-Fi is used, as the wireless connection is needed for the monitoring of data, as providing internet connection via Ethernet cable does not seem like a feasible solution in this case.

### 3.4 Presenting the Data

All the IoT systems consists of different gadgets, also known as ‘things’, which communicates through different communication protocols. Due to this diverseness, there might be issues while combining two or more technologies for data transfer and communication between devices, which makes it harder to have an event with two devices obliging each other [21].
There are different ways of presenting the data, either via the web application (mobile) or on the website. The other prospect is to consider the option of hosting the webserver on the gateway (Raspberry Pi) accessible locally via the Ethernet connection (via web-browser; accessible via local IP address). The Pi has the ability to run software packages that hosts the web app for the data visualization, in a graphical format.

4 Proposed Monitoring System

The proposed monitoring prototype is designed to measure the electricity consumption with the individual loads to understand the consumption of each machine (at homes) and the heavy usage machines at the industries. This real-time monitoring framework will endow better awareness into the energy and power consumption information of the industries, which in-turn will enable the green initiative for the industries and help save money with the consumption statistics. Here we have designed the three prototypes with different abilities to measure power consumption. The prototypes include the abilities to measure 1-phase AC and 24 V DC logging units. The proposed energy logger comprises of sensing, processing, and data visualization units with the slight understanding of data transmission and communication relations. Figure 2 already provides the basic overview of the components of the system.

4.1 Sensors

4.1.1 CT Sensor (AC)

There are several CT sensors like RI-CT050 sensor [26], KCT-24 sensor [27], SEN-11005 sensor [28] and YHDC SCT-013 [29] that could be used for AC measurements. However, since the proposed solutions presented in this paper requires the device to attach at a particular appliance for the AC measurements, the CT sensor was chosen such that it would handle the current for a single appliance. YHDC SCT-013 current transformer (CT) is used as an AC current sensor to measure current from electrical wire and give output in mA. The required voltage to operate Atmega328P chip is maximum 3.3 V DC. So, 22 Ω burden resistor is used to convert induced current of CT into voltage. A schematic diagram of the connections of CT sensor with Atmega328P is shown in Fig. 3. Resistors R19 and R17 in the circuit diagram are a voltage divider that provides the Voltage source. Capacitor C1 has

![CT sensor schematic and connections with Atmega328P](image)
a low reactance of a few hundred ohms that provides a path for the alternating current to bypass the resistor. A value of 10-μF capacitor is suitable.

The CT sensor gives analogue output and is directly connected to the Atmega328P (Arduino) of the monitoring unit for 1-phase.

### 4.1.2 CT Sensor (DC)

For the DC logger, the CT sensor used is Magnelab’s HCT-0016-100 and can measure the current up to 100 A. The HCT-0016-100 has a self-locking mechanism [30]. The same company also provides other CT sensors (DC) with different current ratings, however, for this research the CT sensor with rating of 100 A was selected, as this sensor needs to be attached to only single appliance. The DC sensor gives the output of 0–4 V at the rated input current. Therefore, a voltage divider is used to scale down 4 V and 24 V (in case of voltage measurements) to below 3.3 V to meet the requirement of the ADC input. Figure 4 shows the schematic connection of CT sensor for 24 V DC logger.

#### 4.1.2.1 DC Current Measurements

An off-the-shelf split-core DC current sensor was used, which can sense input current of 0–100 A DC and transform it to 0–4 V DC voltage output, with stated full–scale accuracy of ±1% at frequencies of 50/60 Hz [6]. The CT includes a closed-loop ferrite core, a hall sensor, a differential amplifier, and a Zener diode. Figure 5 illustrates the schematic diagram of the sensor and Fig. 6 shows the linear relation-
ship between the input current and the output dc voltage. The sensor requires a ±15 V dc power source in order to operate properly. Furthermore, a similar circuit is used to couple the CT to the microprocessor analog input. However, the voltage divider resistors value has changed to $R_1$ (10 KΩ) and $R_2$ (18 KΩ) to regulate a 4 V to below 3.3 V.

4.1.2.2 DC Voltage Measurements Voltage measurements in the range of 0–24 V were made with the circuit shown in Fig. 7. A voltage divider comprised of $R_1$ (120 KΩ) and $R_2$ (15 KΩ) is used to turn a large voltage into low voltage, as the microprocessor analog inputs can only measure between 0 and 3.3 V. The $R_3$ (1 KΩ) comes in series with $R_1$ to limit the current flow. A filter capacitor is placed parallel to the pulsating output to allow the passing of low-frequency components and attenuates higher frequency components.

The circuit configuration also contains a bi-directional Zener diode to protect inputs from the high voltage.

4.2 Gateway

The Raspberry Pi 3B+ model is used as a gateway and is intentionally selected because of its size, cost, choice from more than one communication protocols (Bluetooth, Ethernet, Wi-Fi etc.) abilities to do function as a minicomputer and widely used with real-time

Fig. 6 DC V-I characteristic of the current sensor

Fig. 7 Components configuration for DC voltage measurements
applications. With the SD card slot, the memory can be expanded as per our needs and CPU working at 1.4 GHz provides increased speed than previous models.

Due to its compatibility with the Arduino (ensuring the proper data flow), capability of running the server software packages, hosting the database on the SD card and visualize the data at the local network [25], makes it as the perfect gateway for the system.

### 4.3 Single-Phase Monitoring System

The energy-monitoring device is a system that can be used to measure and monitor real-time AC voltage, current, real and apparent power. The monitoring devices comprise of Current Transformer (CT), Voltage Transformer and emonPi module. All of its hardware is based on the Arduino and Raspberry Pi platforms and need a power of 5 V DC. These monitoring units are connected to the laptop via Ethernet to access the local server, which is accessible via the IP address of the Raspberry Pi and sends the data to EmonCMS cloud via Wi-Fi through Pi. The Single-Phase circuit consists of three CT sensors, so it measures three loads at a time. Figure 8 shows the block diagram of single-phase measurement whereas Fig. 9 shows the single-phase energy logger prototype.

### 4.4 24 V DC Monitoring system

A 15.5 V DC power supply gives a maximum output current of 10 A, where the input voltage that is given to the circuit is between 2.8 and 15.5 V to power up the electrical load. A CT sensor to detect DC current (HCT-0016-100; Sect. 4.1.2) is clamped between 15.5 V
DC power supply and electrical load to sense DC element from the current carrying wire. Figure 10 below shows the block diagram for DC measurement whereas Fig. 11 shows the DC energy logger prototype.

5 Measurement Setup and Results

5.1 Safety Test Setup

The CT sensor clips around a single electric wire, either live or neutral, NOT both, so it is important to separate the main electrical wire in three i.e., live, neutral and earth. Leaving open high voltage electric wires can be very dangerous on some occasions. Hence, the safety box is designed in order to keep the split electric wires outreach of human connect as shown in Figs. 12 and 13.

Two types of boxes were designed; one for installing current and the other for voltage transformer. In one of the boxes only CT sensor is installed and in other design, both CT and voltage transformer is installed. The plug and socket are connected to the power distribution board and an electric load.
5.2 Calibration Procedure

It is significantly important to calibrate the system before it is used for measurements, to minimize any uncertainty in measurements and use it accurately. Steps used for calibration are listed as:

1. The primary step is to write a sketch (or program) to measure the current, voltage and power factor of an equipment.
2. The second step is to measure the voltage of the mains and adjust the voltage constant to a particular value or average out the first 100 values to get the voltage calibration constant. This will ensure that the readings obtained from the device is consistent with the meter readings. The new calibration coefficient can be calculated as:

\[
\text{New Calibration coefficient} = \frac{\text{Present Calibration coefficient}}{\text{Device Reading}} \times \text{Actual Reading}
\]

3. Calibrate the current by connecting the meter serially with the CT sensors and workout the calibration so that the current reading on the serial monitor is the same as the measured current.
4. If the voltage input is being used with the load, the phase angle must be adjusted so that the real power
5. After calibrating the phase, it is necessary to check if the voltage calibration is affected and should be fixed if affected. The phase calibration should then be checked again once the voltage calibration is rechecked.

6 Results

In order to validate the performance of the proposed energy logger, power measurements were carried out for 24 V DC load as well as single-phase load systems. PM3000 power analyzer is a calibrated measurement device that is used as the reference for these measurements in order to determine the relative error of the proposed energy logger. The power recorded for the single-phase linear load by the energy logger and the PM3000 analyzer is shown in the Fig. 14. In this case, a 200 W incandescent lights were used. In order to take sufficient samples, the number of lights that were used were gradually increased from 1 to 6. Figure 14 shows a linear curve for the consumed power, as expected. In order to check the accuracy of the energy logger, the relative error curve for this measurement is shown in Fig. 15. The relative error curve suggests that the relative error decreased from +3.78 to +1.57% with increasing the number of loads.

A similar measurement was undertaken, where the single-phase linear load was replaced by 24 V DC source in the form of incandescent lights. The number of loads...
were again increased from 1 to 6. A linear plot of the power consumed was observed as expected and is presented in Fig. 16. The relative error curve of the power measured by energy logger compared to the PM3000 analyzer is shown in Fig. 17.

7 Data Logging

This section will show that the data coming through on the web-interface (local and remote) is decoded properly and the received information is correct.

Here we have the data from 24 V DC device with the DC power supply that shows the value of current and voltage when applied across a load. This verifies the data coming through is correct and is validated through this.

Figure 18 shows the screenshots of power supply and the web-interface data to show that the when the supply voltage (on the power supply) was changed, this change is reflected on the local and the web interface as shown in Figs. 19 and 20.
8 Proposed System Comparison with the Existing Solutions in the Market

A comparison of the proposed system with the existing solutions in the market is shown in Table 1 on the basis of price, features which are comparable to our device and installation feasibility.

9 Conclusion

A low-cost and accurate energy logger have been proposed in this paper to measure the power consumed by the industrial and home appliances. The overall system approximately costs around 90 GBP, which is relatively less expensive compared to existing solutions in the market having similar features. Additionally, the measurements for single-phase and 24 V DC loads using the proposed energy logger is presented in comparison to the data obtained using PM3000 commercially available energy logger. The
<table>
<thead>
<tr>
<th>Sr. no</th>
<th>Energy logger name</th>
<th>Price (£)</th>
<th>Differences/limitations</th>
<th>References</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>Efergy technologies engage HUB 1.1 in-home energy monitor (single phase)</td>
<td>£ 77.95</td>
<td>1. Has comparable features</td>
<td>[31]</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>2. Only one CT sensor, can only measure overall consumption</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>3. Each CT sensor costs (17£ inc. VAT)</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>4. Easy installation</td>
<td></td>
</tr>
<tr>
<td>2</td>
<td>Sense Energy Monitor—Track Electricity Usage in Real Time and Save Money—Meets Rigorous ETL/Intertek Safety Standards</td>
<td>£ 227.32</td>
<td>1. Can show the consumption of individual device but need to buy more sensors</td>
<td>[32]</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>2. Has comparable features like Real time monitoring, Wireless Logging and Web-app tracking</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>3. Needs electrician's help with installation</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>Eyedro Home Electricity Monitors (WiFi Model: EYEFI-2)</td>
<td>£ 146.35</td>
<td>1. Shows the consumption of individual device, comes with two sensors</td>
<td>[33]</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>2. Comparable Features Real time monitoring, Wireless Logging and Web-app tracking</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>3. Easy Installation</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>4. Saves data on a locally as well</td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>Eyedro Home Electricity Monitors (WiFi Model: EYEFI-4)</td>
<td>£ 278.77</td>
<td>1. Shows the consumption of individual device, comes with two sensors</td>
<td>[33]</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>2. Comparable Features Real time monitoring, Wireless Logging, Solar Generation and Web-app tracking</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>3. Easy Installation</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>4. Saves Data on a Local server as well</td>
<td></td>
</tr>
<tr>
<td>5</td>
<td>Smappee Infinity Starter Kit Energy Management and Monitoring—Single phase</td>
<td>£ 431</td>
<td>1. Incorporates Non-Intrusive Load Monitoring upto 5 devices</td>
<td>[34]</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>2. Contains 2 CT sensors and provides real-time tracking via Smappee Dashboard and app</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>3. Suitable for single phase and three phase monitoring</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>4. Needs a professional for installation</td>
<td></td>
</tr>
</tbody>
</table>
proposed energy logger presents a relatively low error as compared with the PM3000 energy logger. The data measured by the energy logger can be viewed remotely using the EmonCMS web application and can be viewed on any android or iOS devices.

**Acknowledgements** This work was undertaken under the INCASE project, which is part funded by European Commission as a part of the 2Seas Interreg V Program. We would also like to thank University of Kent tech team, Mr. Ed Catley and Mr. Irfan Ullah for providing the support to design and fabricate the PCB.

**Funding** This work was undertaken under the INCASE project, which is part funded by European Commission as a part of the 2Seas Interreg V Program.

**Declarations**

**Conflict of interest** The authors declare that they have no conflict of interest.

**Open Access** This article is licensed under a Creative Commons Attribution 4.0 International License, which permits use, sharing, adaptation, distribution and reproduction in any medium or format, as long as you give appropriate credit to the original author(s) and the source, provide a link to the Creative Commons licence, and indicate if changes were made. The images or other third party material in this article are included in the article’s Creative Commons licence, unless indicated otherwise in a credit line to the material. If material is not included in the article’s Creative Commons licence and your intended use is not permitted by statutory regulation or exceeds the permitted use, you will need to obtain permission directly from the copyright holder. To view a copy of this licence, visit http://creativecommons.org/licenses/by/4.0/.

**References**


**Publisher's Note** Springer Nature remains neutral with regard to jurisdictional claims in published maps and institutional affiliations.
Pooja R. Khanna received the B.Tech. degree in Electronics and Telecommunication Engineering in 2015 from the NMIMS University, Mumbai, India, the master’s degree in Electronics and Communications Engineering in 2016 from the University of Huddersfield, Huddersfield, U.K., and is Pursuing Ph.D. degree in Electronics and Communications engineering in currently from the University of Kent. She is currently working part-time as a Research Specialist (Smart Infrastructure) at British Telecom, Ipswich, UK. Her research interests include designing deployable IoT applications, wireless sensor networks, and also securing deployable IoT devices-based hardware behavioral trends. She was also awarded with the INCASE (Industry 4.0 via Networked Control Applications and Sustainable Engineering) studentship by the University of Kent for her Ph.D. degree.

Gareth Howells is currently a Professor of Secure Electronic Systems at the University of Kent and Founder, Director and Chief Technology Officer of Metrarc Ltd, a University Spin-Out Company. He has been involved in research relating to pattern recognition and image processing for over 30 years and has published over 200 papers in the technical literature, co-editing two books and contributing to several other edited publications. He has been awarded, either individually or jointly, several major research awards relating to the pattern classification and security fields, totalling over £5.4M from a variety of separate awarding bodies as part of projects with a total aggregate funding of over £10M.

Pavlos I. Lazaridis received the B.Sc. degree in Electrical Engineering from the Aristotle University of Thessaloniki, Thessaloniki, Greece, in 1990, the M.Sc. degree in Electronics from Université Pierre and Marie Curie, Paris, France, in 1992, and the Ph.D. degree from École Nationale Supérieure des Télécommunications (ENST) Paris, France, in 1996. From 1991 to 1996, he was involved with research for France Télécom, Paris, France, and teaching at ENST Paris. In 1997, he became the Head of the Antennas and Propagation Laboratory, Télédiffusion de France/France Télécom Research Center (TDF-C2R Metz). From 1998 to 2002, he was a Senior Examiner at the European Patent Office (EPO), The Hague, The Netherlands. From 2002 to 2014 he was involved with teaching and research with the ATEI of Thessaloniki, Thessaloniki, Greece, and Brunel University, London, UK. He is currently a Professor of electronics and telecommunications engineering with the University of Huddersfield, Huddersfield, UK. He is a member of the Institution of Engineering and Technology (MIET), Senior Member IEEE, Senior Member URSI, a fellow of the Higher Education Academy (FHEA), and he is currently serving as an Associate Editor for IEEE Access.